
1 REVISOR 4715.1320

4715.1320 FLUSHING DEVICES FORWATER CLOSETS AND URINALS.

Each water closet, urinal, clinical sink, or similar fixture shall be provided with a
flushometer valve, flush tank, or similar device designed and installed so as to supply water
in sufficient quantity and rate of flow to flush to the sewer the contents of the fixture to
which it is connected to cleanse the fixture and refill the fixture trap.

A flushing device shall serve only one fixture with the exception that a single flush
tank may be used to flush more than one urinal provided that the flushing cycle is controlled
automatically and that each urinal or section thereof is thoroughly flushed. Automatically
controlled flushometer valves may be substituted for flush tanks.

Statutory Authority: MS s 326.37 to 326.45; 326B.43 to 326B.49

History: L 2007 c 140 art 6 s 15; art 13 s 4
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